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04-0120F4
04-SF-80-13.2/13.9

Self-Anchored

Suspension Bridge

Working Day If no, explain:

0.00" Partly cloudy

Temperature 7 AM 12 PM 4PM50 - 60 50 - 60 50 - 60

Weather

Precipitation Condition

Bid Item: 034 X-W2C-GVR.03404-0120F4 E-W Line Cross Over W2 Cap Stress & Grout Vertical Rods

SCHWAGER DAVIS INC.

Labor

Trade Class RT Hrs OT Hrs DT Hrs TotalName DisputeRemarks

Contractor: SCHWAGER DAVIS INC.

JNM ARMANDO JAIMEIronworker 4.00 0.00 0.00 4.00

Diary: Dispute

Work description.

- Used Sika 300PT grout in an attempt to "top-off" the remaining portion of the short vertical PT bars
embedded in the W2 cap beam. One bag was mixed in a bucket with 13 pints per the manufacturers
recommendation then placed with a cup in the slotted vents of the top hex nut. As the grout placement
progressed it appeared that the bars were being "topped-off". To reiterate the reason grout wouldn't hold in
the blockout area between the nut and bottom of the plate was due to the rough concrete surface not in full
contact with the vertical bar bearing plate. Thus not making the blockout mortar tight allowing grout to
seep out near the nut and bearing plate connection.

This inspection was done by both myself and Pamela Gagnier. I did the first portion of the inspection to
verify that the grout was being mixed properly with the correct quantities. Then observing the placement of
grout for the W-Line vertical PT bars. Pamela inspected the 2nd half/end (E-Line bars) of this operation as
I had to go inspect suspender rope clamps. It appears that more time needs to be given to let the grout
seep into the blockout before ensuring that the grout covered the short vertical PT bar in the area near the
top bearing plate. See Pamela's diary and the photos below for more details on this operation. The
grouting was done from 8:40am to approximately lunchtime as the ambient temperature was 56F under
cloudy skies. Grout temperature was measured at 62F after using the hand mixer at 6 minutes.

On another note I measured the elongation of the Short vertical PT bars while ABF ironworkers mobilized
stressing equipment and suspender clamps on the South Mainspan. Blue spray paint marks were used as
reference line on the bars (which aren't the most precise way to mark a reference line) above the hex nut.
Therefore the estimated confidence in the elongation measurements is approximately 85% with a +/- 2mm
error in reading the distance from the hex nut to the casually painted surface on the bar. The most
important and critical criteria used for quantifying bar stress is the contractors jack/gauges and the
independent check on the load with the P3500 strain indicator, see last Mondays (11/19/2012) diary for
more details. The following elongations were measured today from the blue spray paint to the top of the
hex nut on the Short vertical PT bars:
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W-Line North (mm) W-Line South (mm) E-Line North (mm) E-Line South (mm)
Bar # West East West East West East West East
------- ------- ------- ------- ------- ------- ------- -------- -------

1 11 14 11 10 10 11 10 14

2 14 11 12 12 14 14 N/A 10

3 11 10 11 11 12 N/A N/A N/A

4 11 11 13 N/A 10 12 10 N/A

5 11 12 10 14 13 12 20 14

6 10 12 13 N/A 13 12 14 N/A

7 11 N/A 10 9 11 13 14 14

Bar numbers 1-7 are measured from north to south as 1 is northern most bar. These measurements are a
secondary check and are not as precise as using the P3500 to gauge the actual load in the bars. The
elongation measurement of 20mm of the E-Line south west #5 bar could be due to the spray paint mark on
the bar.

Bid Item: 067 C-SUS-SCC.06704-0120F4 Install Suspender Clamps, Separators, Collars

AMERICAN BRIDGE/FLUOR, A JV

Labor

Trade Class RT Hrs OT Hrs DT Hrs TotalName DisputeRemarks

Contractor: AMERICAN BRIDGE/FLUOR, A JV

JNM THOMAS CERVANTESIronworker 8.00 2.00 0.00 10.00

JNM STANLEY DALIEIronworker 8.00 2.00 0.00 10.00

APP ETHAN KENTIronworker 8.00 2.00 0.00 10.00

JNM RENE ESQUIVELIronworker 8.00 2.00 0.00 10.00

JNM CARLOS ALVERADOIronworker 8.00 2.00 0.00 10.00

GEN GARY ANDERSONIronworker 8.00 2.00 0.00 10.00

Diary: Dispute

Work description.

- ABF ironworkers completed installing the two suspender rope clamps on the South cable today at panel
points 36S, 38S, 40S, 48S-Uphill. Clamp installation at 36S and 38S were done before the lunch break.
After break clamps for 40S were installed, then the ironworkers spent a considerable amount of time
moving stressing equipment and clamps for the Phase 2 cable bands to the South Mainspan. Right before
the end of shift ABF ironworkers managed to complete the clamp installation for 48S-Uphill. Also it should
be noted that while suspender rope clamp installing was in progress, Ethan and Thomas were creating
holes in the catwalk to enable installation at panel points 36S, 38S, 40S, 46S, and 48S.

Procedures outlined in Submittal 2707 were followed while performing this operation. As mentioned in my
diary on 11/21/2012 the ironworkers positioned the clamps on the buttons such that proper bearing was
achieved prior to pressing the suspender ropes together. As the stressing system was released the clamps
would raise off of the buttons creating a gap in between the two steel components. However this occurred
on a few suspender rope buttons today.

On another note the North Sidespan suspender rope clamp installation was double checked and is 100%
complete. It should be emphasized that I was not responsible for all of the panel points along this section
of cable, see other diaries for the ones inspected.
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Attachment

Tightening the suspender rope clamp bolt on 36S-Uphill to a "snug
tight" torque or untill the ironworkers can't physically push the wrench.

Completed suspender rope clamp with the bolts "snug tight" however
the stressing equipment is still holding the horizontal load on the

suspender ropes

Short vertical PT bars seen along the E-Line where grouting has been
done, however even with the grouting "top-off" today another round is

needed.

Example of two vertical PT bars that were grouted but still need
additional grout to "top off" the effective area within the blockout to be

grouted.

ABF ironworkers in the process of installing a suspender rope clamp
on the uphill side of cable band 36 South.

Installation of lights on the North Sidespan done by Subcontractor
Bleyco, which begun today.
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Closing the gap between the clamp plates to align the bolt holes of
suspender rope clamp 36S-Uphill.
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